STATE OF WASHINGTON

ENERGY FACILITY SITE EVALUATION COUNCIL (EFSEC)

RECEIVED
JAN ( 4 2022
ENERGY FACILITY SITE
EVALUATION COUNCIL
TITLE V AIR OPERATING PERMIT (AOP)
Issued To
PACIFICORP
For The
CHEHALIS GENERATION FACILITY
PERMIT #: EFSEC/06-01 AOP Rev. 3
ISSUED: December 29, 2021

i EXPIRATION: December 29, 2026
:

ENERGY FACILITY SITE EVALUATION COUNCIL
1300 South Evergreen Park Drive SW
PO Box 43172
Olympia, WA 98504-3172
Telephone: (360) 664-1345



AIR OPERATING PERMIT NUMBER: EFSEC/06-01-AOP Rev. 3

ISSUED TO: PacifiCorp PLANT SITE: Chehalis Generation
1407 West North Temple Facility 1813 Bishop Road
Salt Lake City, UT 84116 Chehalis, WA 98532

ISSUED BY: Energy Facility Site
Evaluation Council
1300 South Evergreen Park
Drive SW - PO Box 43172
Olympia, WA 98504-3172

NATURE OF BUSINESS: Electrical Generating Facility

STANDARD INDUSTRIAL 4911
CLASSIFICATION CODE (SIC):

NORTH AMERICAN INDUSTRY 221112
CLASSIFICATION SYSTEM CODE

(NAICS):

AEROMETRIC INFORMATION 53041-00005

RETRIEVAL SYSTEM NUMBER:
EFFECTIVE DATE: December 29, 2021
EXPIRATION DATE: December 29, 2026

RENEWAL APPLICATION DUE DATE:  June 29, 2026

PERMIT
ENGINEER:
(ot Zeoorr [2/16/5202)

Clinton H. Lamoreaux, P.E. Date

Air Quality Engineer
REVIEWED
BY:

: / /é /2022.
Sonia Bumpus — EFSEC Managerr Date / 4

M ,@@oij;’{»—“) [/ /2025

Kathleen Drew - EFSEC Chair Dz7{e




Chehalis Generation Facility Air Operating Permit
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